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STEAM TRAP MONITORING SYSTEM, INSULATION AND PIPING UPGRADES
CoLD REPLACE
STEAM TRAP DRAWING TRAP | REMOVE | REPAIRSTEAM/ | STEAM | COPPER PIPE SERVICE REMOVABLE
TRAP TAG LOCATION REFERENCE NO. | AREA me mw_mw\ - | TRAP _,\_oo_mmJ_N__W\__uo. &PIPE | b\ mwm_m_u/_v\_mm%: COND REMARKS _M_Moé_w_»mﬂ _,\_mm_\wﬂm REPLACE/ | TRAP& | CONDENSATE TRAP & UNIONS VACUUM STRAINER %mﬁ%zﬂﬂﬂﬁﬁﬂﬂ ww%coqwq_mm wnmw INSULATION _nwmmb,ﬂ__m_w_ MISC.
NO. LOCATION REPAIR | PIPING LEAK DEDUCT | DEDUCTALT | BREAKERS JACKETS
ALT NO. 1 NO. 2
A B A100 MECH. ROOM iz B 5 - 0 e spirax F1-30 om | UNIT HEATER ok | NEW STEAM TRAP OK, BUT SHOWS SOME WEAR. WHEN WORN, REPAIR STEAM TRAP WITH TUNSTALL 1FP-SA-30 FACE PLATE REPAIR .
INSPECTED 7/23/12.
] STEAM TRAP IS OK. WHEN WORN, REPAIR WITH TUNSTALL 1FP-SA-30 FACE PLATE REPAIR KIT OR REPLACE WITH NEW 3/4" SPIRAX FT-30
2 BA-109 MECH. ROOM DRIP BY #2 UNIT HEATER 3.B-5 5 F 5 3/4" SPIRAX FT-30 12 DRIP TRAP OK [ Ly O e oD Toas. X
£ A 106 MECH. ROOM AG.53 STEAM GOIL. RIGHT STEAM TRAP INSTALLED IN PARALLEL WITH TRAP #4. STEAM TRAP HAS SLIGHT LEAKAGE. REPAIR DEFECTIVE STEAM TRAP WITH 2" SPIRAX
3 BAO : - “ 3.B-5 5 F 2 2" SPIRAX FTB-30 12M | STEAM coIL LK |FTB-30 F&T TRAP REPAIR KIT. HAS NO VACUUM BREAKER. INSTALL TUNSTALL VB-3/4 STEAM SERVICE VACUUM BREAKER BETWEEN COIL NOTE 1 X
OUTLET AND STEAM TRAP INLET. INSPECTED 7/23/12.
STEAM TRAP INSTALLED IN PARALLEL WITH TRAP #3. STEAM TRAP HAS SLIGHT LEAKAGE. REPAIR DEFECTIVE STEAM TRAP WITH 2" SPIRAX
4 BA-109 MECH. ROOM AC-53 STEAM COIL, LEFT TRAP 3.B-5 5 F 2 2" SPIRAX FTB-30 12M | STEAM colL LK |FTB-30 F&T TRAP REPAIR KIT. HAS NO VACUUM BREAKER. INSTALL TUNSTALL VB-3/4 STEAM SERVICE VACUUM BREAKER BETWEEN COIL NOTE 1 X
OUTLET AND STEAM TRAP INLET. INSPECTED 7/23/12.
5 mw._u;_mm/«_,\_mo:. ROOM DRIP TRAP FOR AC-53 STEAM 3-B-5 5 F 7 3/4" SPIRAX FT-30 12 DRIP TRAP OK | STEAM TRAP SHOWS SOME WEAR. WHEN WORN, REPAIR WITH TUNSTALL 1FP-SA-30 FACE PLATE REPAIR KIT. INSPECTED 7/23/12.
B A100 MECH. ROOM AG.62 STEAM COIL. RIGHT STEAM TRAP INSTALLED IN PARALLEL WITH TRAP #7. WHEN WORN, REPAIR STEAM TRAP WITH 2" SPIRAX FTB-30 F&T STEAM TRAP REPAIR
6 AP : _ 3-B-5 5 F 2 2" SPIRAX FTB-30 12m | STEAM colL OK  |KIT. HAS NO VACUUM BREAKER. INSTALL TUNSTALL VB-3/4 STEAM SERVICE VACUUM BREAKER BETWEEN STEAM COIL OUTLET AND STEAM X NOTE 1 X
TRAP INLET. INSPECTED 7/23/12.
B A106 MECH. ROOM AG.52 STEAM COLL. LEFT STEAM TRAP INSTALLED IN PARALLEL WITH TRAP #6. WHEN WORN, REPAIR STEAM TRAP WITH 2" SPIRAX FTB-30 F&T STEAM TRAP REPAIR
7 B : - _ 3-B-5 5 F 2 2" SPIRAX FTB-30 12m | STEAM colL OK  |KIT. HAS NO VACUUM BREAKER. INSTALL TUNSTALL VB-3/4 STEAM SERVICE VACUUM BREAKER BETWEEN STEAM COIL OUTLET AND STEAM X NOTE 1 X
TRAP INLET. INSPECTED 7/23/12.
8 m@ﬂmm,\zwm_ﬂ. ROOM AC-52 STEAM COIL 3-B-5 5 F 10 |3/4" SPIRAX FT-30 12 DRIP TRAP OK | STEAM TRAP IS OK. WHEN WORN, REPAIR WITH TUNSTALL 1FP-SA-30 FACE PLATE REPAIR KIT. INSPECTED 7/23/12. X
9 wm..%ﬂﬂw%. ROOM MAIN STEAM SUPPLY DRIP BY 3-B-5 5 F 10 |3/4" SPIRAX FT-30 12 DRIP TRAP OK | STEAM TRAP IS OK. WHEN WORN, REPAIR WITH TUNSTALL 1FP-SA-30 FACE PLATE REPAIR KIT. INSPECTED 7/23/12. X
10 ww._”uomq_,\ﬁmﬂ ROOM MAIN UNIT HEATER #1 SUPPLY 3-B-5 5 F 10 |3/4" SPIRAX FT-30 12 DRIP TRAP OK | STEAM TRAP IS OK. WHEN WORN, REPAIR WITH TUNSTALL 1FP-SA-30 FACE PLATE REPAIR KIT. INSPECTED 7/23/12. X
STEAM TRAP IS OK. WHEN WORN, REPAIR WITH TUNSTALL 1FP-SA-15 FACE PLATE REPAIR KIT OR REPLACE WITH NEW 3/4" SPIRAX ET-15
11 BA-109 MECH. ROOM UNIT HEATER #1 3.B-5 5 F 9 3/4" SPIRAX FT-15 12 | UNITHEATER OK | OR3/4" TUNSTALL TA-FT3-15 F&T TRAP. UNIT HEATER FAN DOES NOT TURN ON. NO VACUUM BREAKER INSTALLED, SHOULD HAVE X
TUNSTALL VB-3/4" STEAM SERVICE VACUUM BREAKER INSTALLED BETWEEN COIL OUTLET AND STEAM TRAP INLET. INSPECTED 7/23/12
STEAM TRAP INSTALLED IN PARALLEL WITH TRAP #13. STEAM TRAP OK. WHEN WORN REPAIR WITH 2" SPIRAX FTB-30 F&T STEAM TRAP
12 BA-109 MECH. ROOM AC-51 STEAM COIL 3.B-5 5 F 2 2" SPIRAX FTB-30 12M | STEAM colL OK  |REPAIRKIT. HAS NO VACUUM BREAKER. INSTALL TUNSTALL VB-3/4" STEAM SERVICE VACUUM BREAKER BETWEEN STEAM COIL OUTLET NOTE 1 X
AND STEAM TRAP INLET. INSPECTED 7/23/12
] STEAM TRAP INSTALLED IN PARALLEL WITH TRAP #12. STEAM TRAP OK. WHEN WORN REPAIR WITH 2" SPIRAX FTB-30 F&T STEAM TRAP
— 13 BA-109 MECH. ROOM AC-51 STEAM COIL 3.B-5 5 F 2 2" SPIRAX FTB-30 12M | STEAM coIL OK [ BEo e D s NOTE 1
BA-109 MECH. ROOM ABOVE TRAP #12 (AC-51) MAIN . STEAM MAIN an
14 e 3.B-5 5 F 12 |3/4" SPIRAX FT-30 12 o OK | STEAM TRAP OK. WHEN WORN, REPAIR STEAM TRAP WITH TUNSTALL 1FP-SA-30 FACE PLATE REPAIR KIT. INSPECTED 7/23/12.
15 BA-109 MECH. ROOM AC-51 STEAM SUPPLY DRIP 3.B-5 5 F 12 |3/4" SPIRAX FT-30 12 mqmwu_w\iz OK | STEAM TRAP OK. WHEN WORN, REPAIR STEAM TRAP WITH TUNSTALL 1FP-SA-30 EACE PLATE REPAIR KIT. INSPECTED 7/23/12. X
16 BA-109 MECH. ROOM AC-51 STEAM SUPPLY DRIP 3-B-5 5 F 12 |3/4" SPIRAX FT-30 12 mqmww\____w\_zz OK | STEAM TRAP OK. WHEN WORN, REPAIR STEAM TRAP WITH TUNSTALL 1FP-SA-30 FACE PLATE REPAIR KIT. INSPECTED 7/23/12. X
] HEAT STEAM TRAP INSTALLED IN PARALLEL WITH TRAP #18. STEAM TRAP HAS SLIGHT LEAKAGE. REPAIR DEFECTIVE STEAM TRAP WITH 2" SPIRAX
7 BA-109 MECH. ROOM HEAT EXCHANGER 3-B-5 5 F 3 2" SPIRAX FTB-30 12M 1 EXCHANGER LK | FTB-30 F&T TRAP REPAIR KIT. HAS STEAM SERVICE VACUUM BREAKER IN SHELL. INSPECTED 7/23/12 X
] HEAT STEAM TRAP INSTALLED IN PARALLEL WITH TRAP #17. STEAM TRAP OK. WHEN WORN REPAIR WITH 2" SPIRAX FTB-30 F&T STEAM TRAP
18 BA-109 MECH. ROOM HEAT EXCHANGER 3.B-5 5 F 3 2" SPIRAX FTB-30 12M |y roNGER oK [ L D
] HEAT STEAM TRAP OK. WHEN WORN, REPAIR STEAM TRAP WITH TUNSTALL #3FP-SA-30 FACE PLATE REPAIR KIT. HAS VACUUM BREAKER IN
18A | BA-109 MECH. ROOM HEAT EXCHANGER 3.B-5 5 F 4 |1 1/4" NICHOLSON FTN-30 12M |y o oGER ok [l e R o M T VRN, B X
] HEAT STEAM TRAP INSTALLED IN PARALLEL WITH TRAP #20. STEAM TRAP OK. WHEN WORN REPAIR STEAM TRAP WITH 2" SPIRAX FTB-30 REPAIR
19 BA-109 MECH. ROOM HEAT EXCHANGER 3-B-5 5 F 3 2" SPIRAX FTB-30 12M 1 EXCHANGER OK | KIT. HAS STEAM SERVICE VACUUM BREAKER IN SHELL. INSPECTED 7/23/12
] HEAT STEAM TRAP INSTALLED IN PARALLEL WITH TRAP #19. STEAM TRAP OK. WHEN WORN REPAIR STEAM TRAP WITH 2" SPIRAX FTB-30 REPAIR
20 BA-109 MECH. ROOM HEAT EXCHANGER 3-B-5 5 F 3 2" SPIRAX FTB-30 12M 1 EXCHANGER OK | KIT. HAS STEAM SERVICE VACUUM BREAKER IN SHELL. INSPECTED 7/23/12
] HEAT STEAM TRAP IS COLD OUT OF SERVICE. IF REQUIRED, REPAIR WITH TUNSTALL 4RK-SA-30 FACE PLATE REPAIR KIT. HAS STEAM SERVICE
— 21 |BA-109 MECH. ROOM AERCO WATER HEATER #2 3-B-5 > F 3 [171/2" SPIRAXFT-30 12M | EXCHANGER CO | VACUUM BREAKER AT INLET. INSPECT Y-STRAINER. iNSPECTED 7/23/12. X X
] HEAT STEAM TRAP IS OK. WHEN WORN, REPAIR WITH TUNSTALL 4RK-SA-30 FACE PLATE REPAIR KIT. HAS VACUUM BREAKER AT INLET.
22 BA-109 MECH. ROOM AERCO WATER HEATER #1 3-B-5 5 F 3 1 1/2" SPIRAX FT-30 12M | oy OK | P iompatont oo
BA-109 MECH. ROOM AERCO WATER HEATER #2 ] STEAM MAIN STEAM TRAP OK. HAS NEW 3/4" SPIRAX FT-30 F&T STEAM TRAP, WHEN WORN, REPAIR WITH TUNSTALL 1FP-SA-30 FACE PLATE REPAIR KIT.
23 DRIP 3-B-5 5 F 2 3/4" SPIRAX FT-30 12 DRIP TRAP OK | \NSPECTED 7/23/12. X
BA-109 MECH. ROOM AERCO WATER HEATER #1 ] STEAM MAIN STEAM TRAP IS OK. WHEN WORN, REPAIR WITH TUNSTALL 1FP-SA-30 FACE PLATE REPAIR KIT. INLET 3/4" STEAM TRAP UNION LEAKS
24 o 3-B-5 5 F 2 3/4" SPIRAX FT-30 12 el OKILK | STEAM. REPAIR. INSPECTED 712312 X X
24 ww._”uoo MECH. ROOM AERCO WATER HEATER #1 3.B-5 5 F 16 |3/4" NICHOLSON FTN-75 25 mMMﬁﬁRsz OK | STEAM TRAP IS OK. WHEN WORN, REPAIR WITH TUNSTALL 1FP-SA-75 FACE PLATE REPAIR KIT. NEW TAG. INSPECTED 7/23/12. X
BA-109 MECH. ROOM MEDIUM PRESSURE DRIP AT ] STEAM TRAP IS OK. WHEN WORN, REPAIR WITH TUNSTALL 1FP-SA-30 FACE PLATE REPAIR KIT. DIE-ELECTRIC UNION AT OUTLET AND
25 WALL BY AERCO UNITS 3-B-5 5 F 9 3/4" SPIRAX FT-30 25 DRIP TRAP OKILK" | cCOPPER PIPING CONDENSATE, LEAKS REPAIR. INSPECTED 7/23/12. X X
5A-109 MECH. ROOM HIGH PRESSURE DRIP AT ._ STEAM TRAP IS OK. WHEN WORN, REPLACE WITH NEW 3/4" SPIRAX B1H-125 OR 3/4"ARMSTRONG 811 -125 INVERTED BUCKET STEAM TRAP.
26 3.B-5 5 D 8 3/4" SPIRAX TD-52L 115 | DRIP TRAP OK/LK | HAS DIE-ELECTRIC UNION AT OUTLET AND 30 FT. COPPER PIPING CONDENSATE, LEAKS. THIS IS A SAFETY ISSUE, REPAIR. INSPECTED X X
WALL BY AERCO UNITS G
o SUB-BASEMENT COL. P25 5SB4 A 5 A 274" SPIRAX Tho5L 115 | STEAMMAN ok | STEAM TRAP IS OK. WHEN WORN, REPLACE WITH NEW 3/4" SPIRAX B1H-125 OR 3/4" ARMSTRONG #811-125 INVERTED BUCKET STEAM TRAP. «
DRIP INSPECTED 7/24/12.
28 SUB-BASEMENT COL. L26 s SB4 A 5 5 274" SPIRAX Tho5L 115 | STEAMMAIN ok | STEAM TRAP IS OK. WHEN WORN, REPLACE WITH NEW 3/4" SPIRAX B1H-125 OR 3/4" ARMSTRONG #811-125 INVERTED BUCKET STEAM TRAP. «
DRIP INSPECTED 7/24/12.
3/4" PROFICIENT STEAM MAIN
29 SUB-BASEMENT COL. L42 3-SB-4 4 0 3 SN 0 pub co | STEAM TRAP IS COLD OUT OF SERVICE, DISCONNECTED. INSPECTED 7/24/12. X X
] STEAM MAIN STEAM TRAP IS OK. WHEN WORN, REPLACE WITH NEW 3/4" SPIRAX B1H-125 OR 3/4" ARMSTRONG #811-125 INVERTED BUCKET STEAM TRAP.
30 SUB-BASEMENT (DOOR #8) COL. P39 3-SB-4 4 D 1 3/4" SPIRAX TD-52L 115 oy 0K [ O e o e T X X
) ) STEAM MAIN STEAM TRAP IS COLD PLUGGED. STEAM INLET VALVE FROZEN SHUT. HAS NEW 3/4" SPIRAX B1H-125 INVERTED BUCKET TRAP. IF REQUIRED, REPLACE
31 SUB-BASEMENT BY COL. D30 (NEAR STAIRWELL #9) 3-SB-4 4 B 3 3/4" SPIRAX B1H-125 115 DRIP CP | REPAIR WITH SPIRAX #80004 REPAIR KIT. HAS 20 FT. OF COPPER CONDENSATE LINE AT TRAP DISCHARGE. INSPECTED 7/24/12. VALVE X
2 SUB.BASEMENT BY COL. H28/A 5584 . 5 A 112" SPIRAX B1H-125 0 | STEAMMAN ok | STEAM TRAP IS OK. HAS NEW 3/4" SPIRAX B1H-125 INVERTED BUCKET TRAP. WHEN WORN, REPAIR WITH SPIRAX #80004 REPAIR KIT. «
DRIP INSPECTED 7/24/12.
. STEAM MAIN STEAM TRAP IS COLD OUT OF SERVICE. HAS NEW 3/4" SPIRAX B1H-125 INVERTED BUCKET TRAP. IF REQUIRED, REPAIR WITH SPIRAX #80004
33 SUB-BASEMENT COL. H24 AT WALL 3-SB-4 4 B 3 3/4" SPIRAX B1H-125 30 oy CO [ i S S O s, X X
. STEAM MAIN STEAM TRAP COLD OUT OF SERVICE, DISCONNECTED. IF REQUIRED, REPLACE WITH NEW 3/4" SPIRAX B1H-125 OR 3/4" ARMSTRONG
34 SUB-BASEMENT COL. H24 AT WALL 3-SB-4 4 F 4 3/4" SPIRAX FT-125 0 DRIP co #811-125 INVERTED BUCKET STEAM TRAP. INSPECTED 7/24/12. X X
] STEAM MAIN STEAM TRAP COLD OUT OF SERVICE. IF REQUIRED, REPAIR WITH TUNSTALL 1FP-SA-125 FACE PLATE REPAIR KIT. TRAP IS TILTED,
35 SUB-BASEMENT COL. H18/A 3-9B-3 3 F 4 3/4" SPIRAX FT-125 0 oy co [STEAM IRAR CoLD T OF SERY X X
3/4" PROFICIENT STEAM MAIN STEAM TRAP COLD OUT OF SERVICE, DISCONNECTED. IF REQUIRED, REPLACE WITH NEW 3/4" SPIRAX B1H-125 OR 3/4" ARMSTRONG
36 SUB-BASEMENT COL. 229 3-SB-2 2 D 3 TECHNOLOGIES HGEBB52 15 DRIP CO | 4811-125 INVERTED BUCKET STEAM TRAP. INSPECTED 7/24/12. X X
1/2" PROFICIENT STEAM MAIN STEAM TRAP COLD OUT OF SERVICE, DISCONNECTED. IF REQUIRED, REPLACE WITH NEW 3/4" SPIRAX B1H-125 OR 3/4" ARMSTRONG
37 SUB-BASEMENT COL. 227 3-SB-2 2 D 4 TECHNOLOGIES HGGGBB2 0 DRIP CO | 4811-125 INVERTED BUCKET STEAM TRAP. INSPECTED 7/24/12. X X
. STEAM MAIN STEAM TRAP IS OK. HAS NEW 1/2" SPIRAX B1H-125 INVERTED BUCKET TRAP. WHEN WORN, REPAIR WITH SPIRAX #80004 REPAIR KIT. 4 FT.
. 38 SUB-BASEMENT COL. Z27 3-8B-2 2 B 2 172" SPIRAX B1H-125 15 DRIP OK | OF 6" 4FT OF 3" 115 PSIG BARE STEAM PIPE AND 3" 90 ELBOW NEEDS INSULATION. INSPECTED 7/24/12.
SUB BASEMENT STAIRWELL #8 MECH. ROOM 02 - ] STEAM MAIN STEAM TRAP IS COLD OUT OF SERVICE. HAS NEW 3/4" SPIRAX B1H-125 INVERTED BUCKET TRAP. IF REQUIRED, REPAIR WITH SPIRAX #80004
39 PRV LOW PRESSURE DRIP 3-SB-2 2 B 6 3/4" SPIRAX B1H-125 15 DRIP CO | REPAIRKIT. INSPECTED 7/26/12. X
SUB BASEMENT STAIRWELL #8 MECH. ROOM 02 - ) STEAM MAIN STEAM TRAP IS OK. HAS NEW 3/4" SPIRAX B1H-125 INVERTED BUCKET TRAP. WHEN WORN, REPAIR WITH SPIRAX #80004 REPAIR KIT.
40 PRV HIGH PRESSURE DRIP 3-SB-2 2 B 5 3/4" SPIRAX B1H-125 115 DRIP OK | \NSPECTED 7/26/12. X
NOTES: COLUMN REFERENCE NOTES:
] @ FURNISH AND INSTALL AN ACOUSTIC WIRELESS STEAM TRAP MONITORING SENSOR PER SPECIFICATIONS.
1. REPLACE STEAM TRAP WITH NEW PUMP/TRAP. SEE DETAIL 3 ON DWG. 1-02 & SPECIFICATION 22 23 13. © FURNISH AND INSTALL NEW Y-STRAINERS BETWEEN SHUT-OFF VALVE AND INLET TO STEAM TRAP.
© REPLACE OR REPAIR STEAM TRAP IN ACCORDANCE WITH DESCRIPTION IN REMARKS COLUMN.
© REPIPE ELEVATED CONDENSATE PIPING AT LOCATIONS NOTED. SEE DETAILS ON DRAWINGS { 3-PH-4 | 4-02 | 4-03 | 4-04 | 4-05 }
@ REMOVE STEAM TRAP AND ALL ABANDONED CONDENSATE PIPING TO A POINT WHERE THE CONDENSATE LINE IS LIVE. CAP.
@ NO WORK REQUIRED
@ REPAIR STEAM/CONDENSATE LEAK IN ACCORCANCE WITH DESCRIPTION IN REMARKS COLUMN.
® COLD STEAM TRAPS: REPAIR THE VALVES, CONTROLS ETC. AS DESCRIBED IN THE REMARKS COLUMN. INVESTIGATE AND DETERMINE THE REASON FOR ANY OTHER NON-FUNCTIONING STEAM @  NOWORK REQUIRED
TRAP THAT WERE FOUND TO BE COLD. FIX ALL ITEMS FOUND TO BE NEEDING REPAIR. (FOR PURPOSES OF THIS BID ASSUME THE CONTROL VALVES REQUIRE REPAIR OR REPLACEMENT.) DEDUCT @ NO WORK REQUIRED
ALTERNATE NO. 1. 6 MISCELLANEOUS
© REPLACE THE EXISTING COPPER PIPING WITH NEW STEEL PIPE AND REPLACE THE EXISTING DIELECTRIC UNIONS AND NIPPLES WITH EQUIVALENT SIZES. SEE THE REMARKS COLUMN FOR REQUIRED
— WORK. SEE THE SPECIFICATIONS FOR THE REQUIRED MATERIALS AND FITTINGS. INSULATE ALL NEW & EXISTING BARE PIPE. DEDUCT ALTERNATE NO. 2.
% FURNISH AND INSTALL NEW STEAM VACUUM BREAKERS IN ACCORDANCE WITH THE REMARKS COLUMN.
n oz m c —l-—- z-—-m Drawing Title Project Title Project Number
| | | |
A . ARCHITECT: 541-12-115
STEAM TRAP AND WORK SCHEDULE STEAM TRAP MONITORING, Office of
1"ty - —
s, TRAPS 1-40 INSULATION AND PIPING Building Number e
UPGRADES A Facllitles
FREDRICK, FREDRICK & HELLER N 3 g anadem m:.ﬂ
, . . . .
ISSUED FOR REBID 05-23-13 aqnmzmwz_amomw_.m&z_ﬂmro N Approved: Project Director Location Drawing Number Q
EAS N
FINAL CD-SUBMISSION 12-21-12 BROADVIEW HTS., OHIO 44147 3 VAMC - WADE PARK
5 TN TEL. (440) 546—9696 Nlo._
65% SUBMISSION 11-16-12 12-21-12 -Pe €
— WFW JWF Veterans Affairs
Revisions: Date
1 2 3 4 5 6 7 8 9 _

VA FORM 08-6231, OCT 1978




